NOTI CE OF | NCH- POUND
CHANGE

M L- HDBK- 1003/ 7
NOTI CE 1
15 May 1999

DEPARTMENT OF DEFENSE
HANDBOOK
STEAM POVNER PLANTS — FCOSSI L FUELED
TO ALL HOLDERS OF M L- HDBK- 1003/ 7:

1. THE FOLLOW NG PAGES OF M L- HDBK- 1003/ 7 HAVE BEEN REVI SED AND
SUPERSEDE THE PAGES LI STED:

NEW PACGE DATE SUPERSEDED PAGE DATE
173 15 Sept enmber 1990 173 15 May 1999
174 15 Sept enber 1990 174 15 May 1999

2. RETAIN THI' S NOTI CE AND | NSERT BEFORE TABLE OF CONTENTS.

3. Holders of ML-HDBK-1003/7 wll verify that page changes and
addi tions indicated above have been entered. This notice page wll
be retained as a check sheet. This issuance, together with appended
pages, is a separate publication. Each notice is to be retained by
stocking points until the handbook is conpletely revised or

cancel ed.

Cust odi an: Preparing Activity:
Navy - YD2 Navy - YD2
(Project FACR-5008)

AVBC N A AREA FACR



Typi ca

Locati on

Adm ni stration
Area (excluding

Hal on protected areas)

Pl ans and records
storage room

Control room (bel ow
ceiling)

Control room (above
ceiling)

Control room (main
control panel)
Control equi pnent
room

Cabl e spreadi ng room

Tur bi ne underf| oor
area, grade and
mezzani ne | evel

Tur bi ne gener at or
beari ngs

Boi |l er feed punp
t ur bi ne

SUPERSEDES PAGE 173 OF M L- HDBK- 1003/ 7.

M L- HDBK- 1003/ 7

Tabl e 28

Type of Fire
Suppr essi on
System

Wet pi pe
spri nkl er

NFPA or
approved

DCD

Not applicabl e

Not applicabl e

Not applicabl e

NFPA or
approved

DCD

Wet pi pe
spri nkl er

Dry pipe
sprinklers

Preacti on
spr ay

Del uge
spray

173

Fi xed Fire Detection and Suppression Systens

Type of Detection Oper ati on
Fi xed tenperature Aut ormati c
quartzoid bulb

Cross-zoned Aut ormati c

i oni zation and
phot o- el ectric snoke
detection system

| oni zati on snmoke
det ecti on

Alarmonly

| oni zati on snoke
det ecti on

Alarmonly

| oni zati on snoke Alarmonly

det ecti on

Cr oss-zoned Aut omati c
i oni zati on and

phot o-el ectric

Fi xed tenperature Aut ormati c

quartzoid bulb

| oni zati on snoke Alarmonly

det ection

Fi xed tenperature Automatic
quartzoid bulb

Fi xed tenperature Manua

Dry pil ot Aut omati c



Typi ca

Locati on

VWar m up guns and
igniters

Igniter oil punps

Hydr ogen seal oi
uni t

Tur bi ne | ube

oil reservoir and

condi ti oner

Mai n generator and
auxiliary transforners

Reserve auxiliary
transforners

Swi t chgear areas and

maj or nmotor control center

Coal conveyors within
generation buil ding
Air heaters

Coal pul verizers

Coal dust collectors

M L- HDBK- 1003/ 7

Type of Fire
Suppr essi on

Tabl e 28 (Conti nued)
Fi xed Fire Detection and Suppression Systens

System Type of Detection Oper ati on

Preaction Fi xed tenperature Aut ormati c

Spray

Del uge Dry pil ot Aut omat i c

Spray

Del uge Dry pil ot Aut omat i c

Del uge Dry pil ot Aut omat i c

Spray

Del uge Dry pil ot Aut omat i c

Spray

Del uge Dry pil ot Aut omat i c

Spray

None Snoke detection Al arm

only

Dry pipe Fi xed tenperature Automatic

sprinklers quartzoid bulb

Del uge I nfrared hot Manua

Spray spot detectors

St eam Car bon nonoxi de Manual

inerting nmoni tori ng

Wat er wash Manua
(for B&W
only)

Preaction Therm stor wre Aut ormati c

spri nkl er

SUPERSEDES PAGE 174 OF M L- HDBK- 1003/ 7.
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